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809.3 Local exhaust.  All newly introduced devices, equipment, or operations that produce airborne particulate 
matter, odors, fumes, vapor, combustion products, gaseous contaminants, pathogenic and allergenic organisms, 
and microbial contaminants in such quantities as to affect adversely or impair health or cause discomfort to 
occupants shall be provided with local exhaust. 
811.1 Minimum requirements.  Alterations subject to this Chapter shall comply with the requirements of the 


